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#6-32 Kep Nut w/Ext Toothwasher Steel Zinc

Step 1: Disassembly MCS-TOUCH-7IN-D '
A) Unscrew #6-32 Kep Nut w/Ext Toothwasher Steel Zinc (Qty: 8).
B) Remove MCS-TOUCH-7IN-VERSA-MOUNT.
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View: Front Scale: 1:1 Print Size: 11 x 17 (ANSI B)
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Step 2: Cutout for MCS-TOUCH-7IN-D using the Cutout Area
Dimension Drawing
A) Place/Secure MCS-TOUCH-7IN-D Cutout Area Dimension Drawing
on Enclosure.
B) Cutout and Drill the identify areas.
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Step 3: Mounting MCS-TOUCH-7IN-D S //
#6-32 Kep Nut w/Ext g

A) Place MCS-TOUCH-7IN-D inside Customer Supplied Enclosure. :
B) Mounted MCS-TOUCH-7IN-VERSA-MOUNT to MCS-TOUCH-7IN-D. Toothwasher Steel Zinc ‘
C) Secure MCS-TOUCH-7IN-D and MCS-TOUCH-7IN-VERSA-MOUNT

with #6-32 Kep Nut w/Ext Toothwasher Steel Zinc (Qty: 8).
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Customer Supplied Enclosure
(See Page 3 for Cutout Area Dimension)
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Customer Supplied

is not Connected

115-230 VAC

on this Side

Chassis/Earth Ground

SHIELD to GND

Power Supply - Industrial
Part Number: 15-028-POWER-12V
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» Chassis/Earth Ground Customer Supplied 115-230 VAC SYSTEMS

12vdc/50watt Switch Mode
Power Supply - Industrial

Part Number:; 15-028-POWER-12V Ethernet Connect to:
1) Other MCS-MAGNUM (s)

2) Building Management System

JIIIII1III11YD,

Customer Supplied
115-230 VAC

O Chassis/Earth
N Ground

7ft CAT 5e Crossover
Patch Cord, Orange
Part Number: 95-606-7

MCS-MAGNUM




